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RESIDENTIAL GENERATOR PERMITTING REQUIREMENTS 
 

• This permit type is only for Residential generators (servicing detached One- and Two-Family Dwellings and 
Townhouses not more than 3 stories above grade).   

• Multi-Family and Commercial generator installations need to apply using the COM-ACC permit type. 
• If a propane (LP) tank is being installed, that portion of the project requires a separate Gas permit. 

 
Generator permit applications are located under: Residential Accessory Structure Permits. 

  RES-ACC -Items Required at Time of Application 

                                                   
       Required at application: 

• Site Plan shall include: 
o Existing structure (including all projections, nearby building openings, slabs, and equipment pads        

(i.e. air conditioner and pool equipment) 
o Property Lines and Setbacks 
o Locations of all equipment (generator, transfer switch, meter, distribution panel) 
o Location of LP tank or Natural Gas meter (installation of LP tank requires a separate gas permit) 

 
• Construction Drawings shall include: 

o Riser Diagram shall include: 
 All Service Equipment (meter, main disconnect, distribution panels, transfer switch) 
 Generator (including generator rating and output breaker) 
 Conductor Sizes (from generator to transfer switch) 

o Load Calculation (based on 2020 NEC Article 220) 
o Spec Sheets shall include: 

 Generator spec sheet (Installation and Owner’s manuals are not required) 
 Transfer Switch spec sheet (optional) 
 Load Shed Module spec sheet (optional) 
 Pad spec sheet (for precast or preformed pads, if applicable) 

o Anchoring Details (per manufacturer’s specifications; show anchoring details on plans) 
 NOTE: If the generator is being installed on an elevated platform, stand, or wall bracket, then 

engineered plans, in accordance with 2023 FBC-Residential R301.1.3, are required. 
o Dimensions showing the distance between the generator exhaust and openings to structures. 

 Based on distance, indicate the Carbon Monoxide (CO) Alarms being installed, if applicable. 
o Gas Details (for existing LP or new and existing Natural Gas connections) 

 Sarasota County Fuel Gas Permitting Checklist (Form IPS16) 


