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HOW TO SCHEDULE AND COMPLETE YOUR FINAL INSPECTIONS: 
WHEN YOU ARE READY TO BEGIN THE PROCESS OF SCHEDULING YOUR INSPECTIONS, IT WILL BE NECESSARY FOR YOU TO 
PRINT YOUR INSPECTION CHECKLIST FORM AND VERIFY THAT EVERYTHING IS READY FOR THE INSPECTION. 

SARASOTA COUNTY FIRE DEPARTMENT REQUIRES THAT ALL M.E.P. & BUILDING INSPECTIONS BE COMPLETED PRIOR TO 
SCHEDULING YOUR FINAL INSPECTION, AND THAT NO FURNITURE, FIXTURES, RACKING SYSTEMS, OR OTHER ASSETS 
(EXCLUDING THOSE REQUIRED FOR ELECTRICAL, REFRIGERATION, OR PLUMBING INSPECTION) ARE TO BE MOVED IN PRIOR 
TO FINAL FIRE INSPECTION {FIRE PREVENTION IS NOT RESPONSIBLE FOR MOVING THESE ITEMS OUT PRIOR TO INSPECTION 
AND ALL ASSOCIATED COSTS, OR FOR RESCHEDULING INSPECTION). 

 SARASOTA COUNTY FIRE DEPARTMENT 6062 PORTER WAY - SARASOTA, FL 34232 PHONE: 941-861-5127
 

UNDERGROUND SYSTEM INSPECTION: 

 THE UNDERGROUND CONTRACTOR IS RESPONSIBLE FOR CONTACTING THE SCFD  INSPECTION 
AND SCHEDULING THE UNDERGROUND INSPECTION.

 THE INSPECTION CONSISTS OF:
1) UNDERGROUND PIPE AND JOINT INSPECTION 2) PRESSURE TEST AND FLUSH PRIOR TO BEING CONNECTED TO THE FIRE RISER. 

 * THE FLUSH CANNOT BE DONE PRIOR TO THE BAC-T APPROVAL

FIRE SPRINKLER SYSTEM INSPECTION: 

 THE ABOVEGROUND FIRE SPRINKLER CONTRACTOR 
INSPECTION  TO SCHEDULE THE ROUGH-IN PRESSURE TEST INSPECTION, AND THE FINAL SPRINKLER INSPECTION.

 THE ROUGH-IN INSPECTION CONSISTS OF ROUGH-IN PIPE, HANGER, ALL HARDWARE, HEAD INSPECTION AND PRESSURE TEST.

 
FIRE SUPPRESSION SYSTEM INSPECTION: 

 THE FIRE SUPPRESSION CONTRACTOR IS RESPONSIBLE FOR CONTACTING THE SCFD  INSPECTION 

 THE INSPECTION CONSISTS OF: ROUGH-IN PIPE, HARDWARE, SUPPORTS, HEAD INSPECTION AND TRIP TEST.

FIRE ALARM SYSTEM INSPECTION: 

 THE FIRE ALARM CONTRACTOR IS RESPONSIBLE FOR CONTACTING THE SCFD  INSPECTION  TO 
SCHEDULE THE FIRE ALARM FINAL INSPECTION.

 FOR BUILDINGS THAT WILL REQUIRE A FIRE SPRINKLER OR OTHER SUPPRESSION INSPECTION THEY WILL NEED TO BE 
COORDINATED WITH THE FIRE ALARM CONTRACTOR FOR THE SAME DATE AND TIME.

 THE INSPECTION CONSISTS OF: ACTIVATING THE FIRE ALARM NOTIFICATION DEVICES THROUGHOUT, INCLUDING TESTING AND 
REMOVING DEVICES AND VERIFYING THE INTEGRITY OF THE CIRCUIT WIRING FOR ALARM, TROUBLE AND SUPERVISORY 
CONDITIONS.

BUILDING FIRE FINAL INSPECTION: 

 THE GENERAL CONTRACTOR IS RESPONSIBLE FOR CONTACTING THE SARASOTA COUNTY FIRE DEPARTMENT TO SCHEDULE 
THE BUILDING FIRE FINAL. WE PREFER TO CONDUCT THE BUILDING FIRE FINAL AT THE SAME TIME AS THE FIRE 
INSPECTIONS NOTED ABOVE. PLEASE SEE GENERAL  CHECKLIST (NEXT PAGE) PRIOR TO SCHEDULING.

 FIRE FINAL: THIS INSPECTION WILL NOT BE SCHEDULED UNLESS THE MECHANICAL, ELECTRICAL, AND PLUMBING FINALS 
HAVE BEEN COMPLETED AND SIGNED OFF BY THE SARASOTA COUNTY BUILDING DEPARTMENT, AND BUILDING IS FREE 
OF ANY FURNITURE, FIXTURES, APPLIANCES, RACKING SYSTEMS, ETC., NOT REQUIRED FOR M.E.P. INSPECTIONS.

 PRIOR TO SCHEDULING YOUR INSPECTION YOU WILL NEED TO COMPLETE THE GENERAL CONTRACTORS CHECK SHEET AND 
HAVE IT READY TO BE TURNED OVER TO THE FIRE INSPECTOR AT THE TIME OF INSPECTION.

FIRE FINAL: BUILDINGS THAT INCLUDE ANY OF THE SYSTEMS ABOVE SHALL BE COORDINATED WITH ALARM, 
SPRINKLER, SUPPRESSION AND BUILDING FIRE FINAL TO BE COMPLETED AT THE SAME TIME. 
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Certificate of Completion  Sarasota County Fire  Office 
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CONSTRUCTION SCHEDULING: 941-861-5127 

THE FINAL FIRE INSPECTION WILL NOT BE DONE WITHOUT THE INFORMATION BLANKS FILLED IN AND THE 
INITIALS ON ALL APPLICABLE ITEMS, ALL OUTSTANDING FIRE AND EMS FEES ARE PAID, AND THE UTILITIES DEPARTMENT 
HAS RELEASED THE FIRE MAIN. NOTE: ALL "FIRE" RELATED INSPECTIONS ARE TO BE CALLED IN TO 941-861-5127.

SARASOTA COUNTY FIRE DEPARTMENT REQUIRES THAT ALL M.E.P. & BUILDING INSPECTIONS BE COMPLETED PRIOR TO 
SCHEDULING YOUR FINAL INSPECTION, AND THAT NO FURNITURE, FIXTURES, RACKING SYSTEMS, OR OTHER ASSETS 
(EXCLUDING THOSE REQUIRED FOR ELECTRICAL, REFRIGERATION, OR PLUMBING INSPECTION) ARE TO BE MOVED IN PRIOR 
TO FINAL FIRE INSPECTION (FIRE PREVENTION IS NOT RESPONSIBLE FOR MOVING THESE ITEMS OUT PRIOR TO INSPECTION 
AND ALL ASSOCIATED COSTS, OR FOR RESCHEDULING INSPECTION). PHASING OF INSPECTIONS IS NOT PERMITTED.

PROJECT NAME:   ADDRESS:   

BUILDING PERMIT#:   CONTRACTOR:  

BUILDING FINAL   ELECTRICAL FINAL   PLUMBING FINAL   MECHANICAL FINAL   
ADDRESS CORRECT NUMBERS IN CORRECT SIZE & CONTRASTING COLOR?   

DO REAR DOORS FOR MULTI OCCUPANT FACILITIES SHOW ADDRESS?   
BUILDING DO ALL REQUIRED EXIT AND EMERGENCY LIGHTS WORK PROPERLY?   

IS THERE A PROPER EGRESS FROM ALL AREAS OF BUILDING?   EXIT TO FIRM SURFACE? 
ARE ALL FIRE EXTINGUISHERS CERTIFIED?   COMPANY  _ DATE  

 
ELEVATOR KEYS: 3 KEYS SHALL BE PROVIDED 1) BUILDING 2) FIRE DEPARTMENT 3) FIRE PREVENTION 

KNOX BOX: REQUIRED?   LOCATION   PROPER KEYS INSIDE?     

TWO-WAY RADIO ENHANCEMENT SYSTEM (BDA DAS) 

1. CONTRACTOR   PERMIT #  FP

2. ARE APPROVED PLANS & PERMITS ON SITE? _  

3. ARE APPROVED RADIO TEST REPORTS ON SITE?  PASS  FAIL  

4. SIGNS POSTED SHOWING DATE THE BUILDING COMPLIES WITH RADIO RELIABILITY LOCATED NEXT TO FACP ROOM?  

UNDERGROUND FIRE MAIN 

1. CONTRACTOR   PERMIT #  _FP

2. ARE APPROVED PLANS & PERMITS ON SITE?  _ 

3. JOINT INSPECTION  PRESSURE TEST (200# X 2 HRS)   FULL BORE FLUSH   

4. FIRE DEPARTMENT CONNECTION  IS IT ACCESSIBLE?  _ IS IT FACING THE PROPER DIRECTION?

5. SARASOTA COUNTY USES 2.5" SIAMESE CONNECTIONS. DO NOT USE A STORTZ CONNECTION 

6. FIRE HYDRANT - IS IT ACCESSIBLE?   IS IT FACING THE RIGHT DIRECTION?   

7. IS IT THE PROPER COLOR?   DOES IT HAVE PROPER CLEARANCE?   A  IN CLEAR SPACE SHALL BE 
MAINTAINED AROUND THE CIRCUMFERENCE OF HYDRANTS AND FIRE PROTECTION EQUIPMENT. 

8. IS THERE A MINIMUM  CLEARANCE FROM THE MIDDLE OF THE STEAMER CAP TO THE GROUND?  

9. BACK FLOW PREVENTER (OS&Y)  IS IT TAGGED, CHAINED AND LOCKED IN THE  POSITION?   
 

 SIGNATURE:   DATE:   
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NO FURNITURE, FIXTURES, RACKING SYSTEMS, OR OTHER ASSETS (EXCLUDING THOSE REQUIRED FOR ELECTRICAL, 
REFRIGERATION, OR PLUMBING INSPECTION) ARE TO BE MOVED IN PRIOR TO FINAL FIRE INSPECTION (FIRE PREVENTION IS 
NOT RESPONSIBLE FOR MOVING THESE ITEMS OUT PRIOR TO INSPECTION AND ALL ASSOCIATED COSTS, OR FOR 
RESCHEDULING INSPECTION). PHASING OF INSPECTIONS IS NOT PERMITTED. 

HOOD / ROOM SUPPRESSION 
1. CONTRACTOR  PERMIT #   

2. IS THERE A  FIRE EXTINGUISHER, WITH PROPER LABELS, IN COMMERCIAL KITCHEN?   

3. ARE WHEEL CHOCKS PRESENT AND BEING UTILIZED?   IS FIRE CAULKING ON HOOD ASSEMBLY?  

FIRE SPRINKLER SYSTEM 

1. CONTRACTOR  _ PERMIT #    

1. IS COVERAGE ACCORDING TO APPROVED PLANS AND DRAWINGS?   

2. ARE APPROVED FIRE PLANS & PERMITS ON SITE?   

3. ARE ALL VALVES PROPERLY TAGGED, I.E. MAIN DRAIN, INSPECTORS TEST, CALC PLATE?   INSPECTION TAG?  

4. DOES INSPECTORS TEST DRAIN HAVE PROPER SIZE ORIFICE?   

5. ARE SPARE HEADS AND WRENCH PROPERLY PLACED?   DO BOTH GAUGES SHOW PROPER PRESSURE?   

6. IS CONTROL VALVE OPEN?   

7. IS  SPRINKLER  ROOM MARKED PROPERLY?   

8. ARE ANY HEADS PAINTED, WRAPPED OR CORRODED? (REPLACE SAME)   

9. IS THE REQUIRED  HEAD CLEARANCE OBTAINED THROUGHOUT?   

10. DOES HIGH STORAGE HAVE  CLEARANCE FROM HEADS?   

11. IS THERE A FIRE PUMP?   GENERATOR?   TESTED?   

12. IS THERE A PROPER LOG FOR ABOVE TO SHOW MONTHLY TEST RUN?   

13. IS PIV PADLOCKED?   IS PIV CHAINED AND LOCKED?   
 

FIRE ALARM SYSTEM 

CONTRACTOR  _ PERMIT #   

1. ARE APPROVED PLANS AND PERMITS ON SITE?   

2. IS THERE A REMOTE ANNUNCIATOR IF PANEL IS NOT NEAR MAIN ENTRY?   

3. ARE 3 ZONE MAPS PROVIDED?   MAINTENANCE & MONITORING AGREEMENTS?   REGISTRATION FORMS?  

4. IS DOOR TO ALARM ROOM MARKED      

5. IS  TAG CURRENT OR  TAG ON NEW SYSTEMS  IS THERE A SERVICE LOG SHEET?   

6. IS THERE A SMOKE/HEAT DETECTOR ABOVE PANEL?   

7. IS THE OUTSIDE WATERPROOF HORN / STROBE PROPERLY PLACED?   

 
(FOR OFFICE USE ONLY (PLEASE INITIAL) 
ARE ALL APPROPRIATE PERMITS SIGNED OFF IN AMANDA?   GPS HYDRANTS INSTALLED FOR THIS PROJECT?  
NOTIFICATION E-MAIL SENT?     (REVISED 7-17-19) 


